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TYPICAL EXPOSED \\
UPRIGHT SPRINKLER PROVIDE COMPLETE SPRINKLER PROTECTION THROUGHOUT ENTIRE

/"1 \ATTIC FLOOR PLAN - FIRE PROTECTION

BUILDING IN ACCORDANCE WITH NFPA 13, 2002. UTILIZE CONCEALED
PENDENT SPRINKLERS AND PIPING IN AREAS WITH FINISHED CEILINGS
AND INSTALL EXPOSED PIPING & UPRIGHT SPRINKLERS IN AREAS
WITHOUT CEILINGS
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