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CULTEC Recharger® 150XLHD Stormwater Chamber
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Plan View Drawing
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1. DETAILS NOT TO SCALE. ' — ‘ ) e _

2. ELECTRICAL REQUIREMENTS: BY ELECTRICAL CONTRACTOR AT o 4t Project No.
2.1 120 VAC; 5 AMP MIN TO OPERATOR. %OOQE o0 e 3/4" 20-008
2.2 CONTROL CIRCUIT FROM ACTIVATION TO OPERATOR. REH SECTION OF HALK, . o

3. DOORS, FRAMES, AND HARDWARE BY OTHERS. | COMP, CRISHED STONE

4, DOORS MUST BE UN—LATCHED FOR PROPER OPERATION, PROVIDE L S B Sheet Name
TIME DELAY RELAY WHEN REQUIRED FOR PROPER CPERATION. o N SECTIONS

5. OPERATOR AND INSTALLATION TO COMPLY WITH ANSI/BHMA A156.19, | )

6. SEE SPECIFICATIONS FOR ADDITIONAL INFORMATION.
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