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INVITATION TO BID

OFFUTT CENTER SOLAR INSTALLATION AT LACHAT TOWN FARM
BID SUBMISSION DEADLINE: JUNE 24, 2026 at 12:00 PM

Sealed bids will be received in hard copy format at the Office of Town Clerk, Weston Town Hall, 56
Norfield Road, Weston, Connecticut 06883 on or before the bid submission deadline indicated above,
at which time all bids received will be opened in the Town Hall Meeting Room and read aloud.

Work includes the supply and installation of a minimum 23 kW Solar Panel System at Offutt Center at
Lachat Town Farm, 106 Godfrey Road West, Weston, CT 06883.

No bids will be accepted after the Bid Submission Deadline. Each bid must be submitted on the official
form which is furnished by the Town. All blank spaces in the bid form must be filled in as noted, and no
bidder shall change the language of the bid or the items mentioned therein. Questions about this Invitation
to Bid shall be submitted to Karl Kilduff, Town Administrator at kkilduff@westonct.gov. Instructions
and specifications are also available from the Town’s website: https:/www.westonct.gov/government/rfp-
s

Bidders shall comply with State mandated laws, Equal Opportunity Employment Practices, and Safety
and Health Regulations. Bidders are advised that this project may be subject to the prevailing wage
requirements of Connecticut General Statutes Section 31-53.

Bid security is required in the amount of ten percent (10%) of the bid and shall be in the form of a certified
check, cashier’s check made out to the Town of Weston, or bid bond, from a surety company licensed to
do business in the State of Connecticut. A Payment Bond in the full amount (100%) of the contract price
will be required. A bidder may not withdraw a bid within fourteen days of the bid opening.

The Town reserves the right to reject bids for any reason; to waive informalities and technicalities; and to
accept the bid which the Town deems to be in its best interest, whether or not it is the lowest cost bid. The
Town reserves the right to review the bids and reject all bids, or take no action, or elect not to select any
bid. The Town also reserves the right to cancel the bid at any time and to reissue this or a substitute
Invitation to Bid at a later date. In its sole discretion and without prejudice, the Town will award a contract
to the bidder that it feels is best suited to complete the scope of services. The bid does not constitute a
contract or offer of employment. The Town reserves the right to negotiate with any bidder any
amendments to the Contract.

An Affirmative Action/Equal Opportunity Employer. Minority/Women’s Business Enterprises are
encouraged to apply.

This contract may also be subject to State set-aside and contract compliance requirements.
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INFORMATION FOR BIDDERS

OFFUTT CENTER SOLAR INSTALLATION AT LACHAT TOWN FARM
AT LACHAT TOWN FARM

Receipt & Opening of Bids

Sealed bids will be received by the Town of Weston until June 24, 2026 at 12:00 P.M. The bid
opening will take place at 12:01 P.M. on June 24, 2026 at the Town Hall Meeting Room at 56
Norfield Road.

Each bid must be submitted in a sealed envelope, addressed as follows:
Weston Town Clerk

Offutt Center Solar Installation

56 Norfield Road

Weston, CT 06883

The bid envelope should also bear on the outside the name of the Bidder and his/her address.

Preparation of Bid

All bids must be made on the required bid form. All blank spaces for prices must be typewritten,
and the bid form must be fully completed and executed when submitted. Only one original of the
bid form is required.

Bids must be made on the form furished by the Town and attached hereto. Bidders will state,
both in numerals and in words, the proposed price for the work. If any price is omitted, the blank
may be filled with the highest price proposed by any other bidder for such omitted item or the
entire proposal may be rejected. In the event there is a discrepancy between written words and
numeric figures, the price indicated by written words will govern. In the event the unit price
multiplied by quantity differs from the total cost specified for any given item, the unit cost shall

govern.

The following documents shall be submitted with bids. Bids not including all forms shall be
considered incomplete and will be rejected.

Bid Form

Bid Bond

Qualifications of Bidder
Non-Collusion Affidavit
Debarment Disclosure Form

DL



Competency of Bidders

Subject to the rights reserved to the Town in the Paragraphs below, the contract shall be awarded
to the lowest responsible qualified Bidder. The Town reserves the right to select Bidders and may
refuse to issue a bid form to any individual, firm or corporation based upon, but not limited to, one
or more of the following facts:

1. For having defaulted on previous contracts or is currently in litigation or arbitration with the
Town of Weston.

2. For having failed to complete contracts within the time required without acceptable reasons.

For having performed similar work in an unsatisfactory manner.

4. For having failed to prosecute work continuously, diligently and cooperatively in an orderly
sequence.

5. When in the Town’s judgment the Bidder does not have the required experience in the class of
work to be bid on, fails to have proper labor and equipment to prosecute the work within the
time allowed, or fails to have sufficient capital and quick assets to finance the work.

(8]

Rejection of Bids

The Town reserves the right to reject any or any part of or all bids for any reason; to waive
informalities and technicalities; and to accept the bid which the Town deems to be in its best
interest, whether or not it is the lowest cost bid. The Town reserves the right to review the bids and
reject all bids or take no action or elect not to select any bid. The Town also reserves the right to
cancel the bid at any time and to reissue this or a substitute bid at a later date. The Town reserves
the right to review the bids and decide not to undertake the project. In its sole discretion and
without prejudice, the Town will award a contract to the Bidder that it feels is best suited to
complete the scope of services. The bid does not constitute a contract or offer of employment.

Modification of Bids

Modifications of bids are prohibited.

Errors of Omissions

Bidders are required to check all dimensions and quantities and all statements in the Contract
Documents before undertaking any portion of the work and shall notify the Town of all errors or
omissions therein, which he/she may discover by such examination and checking. The Bidder will
not be allowed to take advantage of any error or omission in the Contract Documents. Full
instructions will be issued by the Town should such error or omission be discovered and the
Contractor shall carry out such instructions as if originally specified.

Contract Documents

The Agreement, Construction Narrative, Invitation to Bid, Information for Bidders, Bid Proposal,
Special Conditions, Special Provisions, Technical Specifications, Addenda (whether issued prior



10.

11.

to opening of Bids or execution of the Agreement), and any other document included in the Bid
Documents Package prepared for Bidders.

Subcontracts

The Contractor may utilize the services of Subcontractors subject to the approval of the
Town. All Subcontractors are required to comply with Contract provisions.

The Town reserves the right to reject the use of a Subcontractor if the evidence submitted by, or
investigation of, such subcontractor fails to satisfy the Town that the subcontractor is properly
qualified to complete the work contemplated in the Contract. Rejection of a Bidder’s
Subcontractor shall not relieve the Bidder of any requirements of the Contract nor provide grounds
for the Bidder to request compensation for his use of an alternate qualified subcontractor.

The low Bidder must supply the name and addresses of major material suppliers and
subcontractors when requested to do so by the Town.

Qualifications of Bidders

The Town may make such investigation as deemed necessary to determine the ability of the Bidder
to discharge his contract. The Bidder shall furnish the Town with all such information and data as
may be required for that purpose. The Town reserves the right to reject any bid if the Bidder fails
to satisfactorily convince the Town that he is properly qualified by experience and equipped to
carry out the obligation of the contract and to satisfactorily complete the work called for herein.
Conditional bids will not be accepted.

Disqualification of Bidders

Any or all bids will be rejected if there is reason to believe that collusion exists among the Bidders,
and no participants in such collusion will be considered in future proposals for the same work.
Bids in which the prices obviously are unbalanced may be rejected. Unbalanced prices shall be
interpreted to mean that the unit price for any item is such that it is unreasonable for that particular
item when considered by itself and not considered in connection with the bid submitted on any
other item or items. No contract will be awarded except to competent bidders capable of
performing the class of work contemplated.

Bid Security

The bid must be accompanied by a certified check, cashier’s check, or bid bond, from a surety
company licensed to do business in the State of Connecticut, made payable to the Town of Weston
in the amount of ten percent (10%) of the amount of the bid, including the base bid and any and
all alternates. Bid bonds shall be duly executed by the bidder as principal and having a surety
thereon which shall be acceptable to the Town. Bid bonds must pledge that the Bidder will enter
into a contract with the Owner on the terms stated in the Bid.
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Oral. telephone and telegraphic responses will NOT be considered. A Bidder may not withdraw a
bid within sixty (60) days of the bid opening.

As soon as the bid prices have been compared, the Town will return the bid security of all except
the three finalist bidders. When the Contract is executed, the bid security of the two remaining
unsuccessful bidders will be returned. The bid security of the successful Bidder will be returned
once the payment bond has been executed and approved.

Damages for Failure to Enter into Contract Award

The party to whom the contract is awarded will be required to execute the Contract Agreement
and provide the required documents specified in Section 14 below within five (5) calendar days
from the date when Notice of Award is delivered to the Bidder.

In case of failure of the Bidder to execute the Contract Agreement and provide required documents,
the Town may, at its option, consider the Bidder in default, in which case the bid security

accompanying the proposal shall be called.

Addenda & Interpretations

Any request from prospective Bidders for interpretation of meaning of Contract Drawings or other
Contract Documents shall be made in writing to Karl Kilduff, Town Administrator, via e-mail at
kkilduff@westonct.gov. All questions must be received at least seven (7) days prior to the date
fixed for opening of bids in order to be considered. Interpretations will be made in the form of
written addenda to Contract Documents, such addenda shall become a part of Contract. Addenda
will be posted on the Town’s website at: https://www.westonct.gov/government/rfp-s

Addenda will be posted at least three (3) days prior to date for opening of bids to all those who
requested bid packages. Failure of any Bidder to receive any such addenda shall not relieve Bidder
from any obligation under his proposal as submitted.

Any information obtained from an agent, or employee of the Town or any other person outside of
the above Addenda process shall not affect the risks or obligations assumed by the Bidder or relieve

the Bidder from fulfilling any of the conditions of the Contract.

Execution of Contract & Notice to Proceed

The Bidder to whom the contract is awarded will be required to execute the Contract Agreement,
provide all insurance documentation, and obtain all security bonds within five (5) days from the
date when Notice of Award is delivered to the Bidder. In case of failure of the Bidder to execute
the Contract Agreement, provide insurance documentation, or provide required security bonds, the
Town may at its option consider the Bidder in default, in which case the Bid Bond accompanying
the bid shall become the property of the Town.

Upon receipt of acceptable performance bond, labor and materials payment bond, insurance
certificates, signed agreement, and other required forms specified in the Contract Documents, the
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Town will, within ten (10) days, enter into and sign the Contract Agreement unless it deems it not
to be in the best interest of the Town. The Notice to Proceed shall be issued within ten (10) days
of the execution of the agreement by the Town. Should there be reasons why the Notice to Proceed
cannot be issued within such a period, the time may be extended by mutual agreement.

Time of Completion

The Bidder must agree to commence work within ten (10) days after the date specified in the
Notice to Proceed from the Town and to faithfully complete the project by sixty (60) days from
the date of the Notice to Proceed.

Conditions of Work

At the date fixed for opening of bids, it will be presumed that each Bidder has made an examination
of location and site work to be done under Contract; has satisfied himself as to actual conditions,
requirements and quantities or work; and has read and become thoroughly familiar with Contract
Documents, Specifications and Addenda.

Security and Faithful Performance

The successful Bidder shall also provide a Performance Bond, preferably in American Institute of
Architects (AIA) format, within the time stipulated above, from a surety bond licensed to do
business in the State of Connecticut, in an amount equal to one hundred (100%) percent of estimate
total contract price recorded in proposal of Contract Agreement as executed. A Labor and
Materials payment bond in like amount, will be required from successful bidder for faithful
performance of Contract.

Subcontractors selected to complete any work in excess of $100,000.00 must also provide both a
Performance Bond and Labor and Materials Bond, in accordance with the above stipulations, in
an amount equal to one hundred (100%) percent of the estimated work.

Method of Award

The Contract will be awarded to the responsible and qualified Bidder submitting the lowest bid
complying with the conditions of these contract documents. “Lowest responsible and qualified
bidder” means the bidder whose bid is the lowest of those bidders possessing the skill, ability and
integrity necessary to faithfully perform the work.

The Town shall have the right to accept Alternates in any order or combination, unless otherwise
specifically provided in the Bidding Documents, and to determine the low bidder on the basis of
the sum of the Total Items and Alternates accepted.

The Bidder to whom the award is made will be notified at the earliest possible date.
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Laws and Regulations

The Bidder’s attention is directed to the fact that all applicable federal and state laws, municipal
ordinances, and the rules and regulations of all authorities having jurisdiction over construction of
the project shall apply to the contract throughout, and they will be deemed to be included in the
contract the same as though herein written out in full.

Sales Tax

Purchases made by the Town of are exempt from payment of Federal Taxes and Connecticut Sales
and Use Taxes, and such tax must not be included in the bid price or in any proposed change
orders.

Insurance

The Contractor shall provide all insurance documents as specified in Section 17 of the Draft
Agreement, including insurance documents for all proposed Subcontractors within the time
specified above.



BID FORM

Office of Town Clerk
Weston Town Hall
56 Norfield Road
Weston, CT 06833

PROJECT: Offutt Center Solar Installation at Lachat Town Farm
The undersigned declares he/she has carefully examined all Contract Documents and site of work for the

referenced project and hereby proposes to furnish all labor, materials and equipment and perform all work
necessary to complete the project in strict accordance with the requirements of the Contract Documents.

BASE BID
ITEM QTY | UNIT | BID PRICE COMPUTED
(written with words, not TOTAL
numbers) (written with words,
not numbers)
Supply and install 1 L.S.

minimum 23 kW Solar
Panel System at Offutt
Center at Lachat Town
Farm (Lump Sum)

BID TOTAL
(written with words, not numbers)

I attest that accompanying this bid is a certified check, cashier’s check, or bid bond from a surety
company licensed to do business in the State of Connecticut, made payable to the Town of Weston in
the amount of ten percent (10%) of the bid.

Bidder’s legal business name:

Bidder’s principal office address:

State in which bidder is incorporated / organized:

Date of incorporation / formation:

Address from which Bidder’s forces will be mobilized:

Connecticut Contractor License Type and Number:

10



The names and residence addresses and titles of bidder’s principal officers, members, managers, or
owners are as follows:

NAME TITLE E-MAIL MOBILE PHONE
NUMBER

If additional pages are necessary, please write “see attached” above.

The undersigned is duly authorized to execute this bid on behalf of the Bidder and hereby designates the
following individual as the Bidder’s contact person for all purposes related to this bid.

NAME TITLE E-MAIL MOBILE PHONE
NUMBER

Signature of Authorized Representative

Name

Title

Date

11



QUALIFICATIONS OF BIDDERS

OFFUTT CENTER SOLAR INSTALLATION
AT LACHAT TOWN FARM

Bidder’s legal business name:

The Bidder is required to submit the following information with regards to Bidder qualifications and
capacity to complete the proposed Work. If additional pages are necessary, please write “see attached” in
each section as applicable.

A. Project References

Provide the names, titles and contact information for public officials, engineers, or other project
contacts for similar municipal work completed by the Bidder within the last five (5) years:

1)
2)

3)

4)

5)

B. List of Subcontractors

Provide the legal business name and contact information for all Subcontractors proposed to
complete work valued at $5,000.00 or greater.

1)
2)

3)

4

5)

12
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C. List of Bidder’s Active Projects

Provide a list of all Bidder’s active projects which are scheduled to take place within the next six
(6) months.

1y

2)

3)

4)

3)

D. List of Equipment

Provide a list of equipment to be used on the project.

Owned Equipment:

Rented Equipment:

E. Terminated Contracts or Contracts Bidder Failed to Complete

Provide a list of any and all contracts Bidder has entered into agreement with another party and
which were terminated by either party and/or contracts Bidder has failed to complete within the
last ten (10) years. Include the project name and contact information for other parties. If none,

Bidder shall state “none”.

1y
2)




NON-COLLUSION AFFIDAVIT

OFFUTT CENTER SOLAR INSTALLATION AT LACHAT TOWN FARM

State of )

County of )

, being first duly sworn, deposes and says that:

. He is (owner, partner, officer, representative, or agent) of ,

The Bidder that has submitted the attached Bid.

. He s fully informed respecting the preparation and contents of the attached Bid and of all pertinent

circumstances respecting such Bid.

Such Bid is genuine and is not a collusive or sham Bid.

. Neither the said Bidder nor any of its officers, partners, owners, agents, representatives, employees

or parties conspired, connived or agreed, directly or indirectly with any other Bidder, firm or
person to submit a collusive or sham Bid in connection with the Contract for which the attached
Bid has been submitted or to refrain from bidding in connection with such Contract, or has in any
manner, directly or indirectly, sought by agreement or collusion or communication or conference
with any other Bidder, firm, or person to fix the price or process in the attached Bid or any other
Bid, or to fix any overhead, profit or cost element through collusion, conspiracy or connivance, or
unlawful agreement with any advantage against the Town of Weston, State of Connecticut, or any
other person interested in the proposed Contract.

. The price or process quoted in the attached Bid are fair and proper and are not tainted by any

collusion, conspiracy, connivance, or unlawful agreement on the part of the Bidder or any of its
agents, representatives, owners, employees, or parties in interest, including this affidavit.

Signed/Title

Subscribed and sworn to me before this day of , 2026.

Notary Signature and Seal:

14



Town of Weston
56 Norfield Rd
Weston, CT 06883

THIS FORM MUST BE SIGNED & RETURNED

WITH YOUR BID
(PLEASE PRINT)

DEBARMENT DISCLOSURE FORM

The said undersigned certifies under the pains and penalties of perjury that the said undersigned is not
presently debarred from doing public construction work or from contracting or subcontracting with the
State of Connecticut, under any Rule or Regulation, nor is the said undersigned presently debarred from
entering into contracts for the furnishing of supplies or services to any public agency, and/or any Federal
Regulations.

NAME OF BIDDER:

BY:

PLEASE PRINT NAME & TITLE OF AUTHORIZED
PERSON SIGNING

ADDRESS

CITY, STATE, ZIP CODE

PHONE NUMBER

DATE

15
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SPECIAL CONDITIONS

OFFUTT CENTER SOLAR INSTALLATION
AT LACHAT TOWN FARM

. Inspection

Authorized representatives and agents of the Town of Weston shall have access and be permitted
to inspect all work, materials, payrolls, contract records, invoices of materials and other relevant
data in the development and progress of the project.

. Labor Standards/Wage Rates

This project is being funded by a combination town funds and private fund raising from the Friends
of Lachat. State prevailing occupational wage rates and labor standards in accordance with the
Connecticut Department of Labor (CT DOL) Wage and Workplace Standards may apply. The
project would be classified as an alteration or remodeling project which requires Prevailing Wage
if the project equals or exceeds $100,000.

The wages paid on an hourly basis to any person performing the work of any mechanic, laborer or
worker on the work herein contracted to be done and the amount of payment or contribution paid
or payable on behalf of each such person to any employee welfare fund, as defined in subsection
(i) of section 31-53, shall be at a rate equal to the rate customary or prevailing for the same work
in the same trade or occupation in the town in which such construction, remodeling, refinishing,
refurbishing, rehabilitation, alteration or repair project is being undertaken. Any contractor who is
not obligated by agreement to make payment or contribution on behalf of such persons to any such
employee welfare fund shall pay to each mechanic, laborer, or worker as part of such person's
wages the amount of payment or contribution for such person's classification on each pay day.”

. Permits

The Contractor shall be responsible for obtaining any and all required permits other than those
obtained by the Town and included in these Contract Documents. For any building permits issued
by the Town of Weston, the town portion of applicable fees will be waived, the Contractor will be
responsible for paying the state portion of these fees. Fees for all other permits are the sole

responsibility of the Contractor.

. Work Specifications

Work shall be completed in accordance with the Connecticut State Building Code.

Coordination of Utilities

The Contractor shall make adequate provisions to allow utility work to be completed on this
project. The Contractor shall coordinate with the utility company or contractor performing the
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work to ensure uninterrupted work and minimize conflicts. No additional compensation will be
allowed under the contract for delays, utility changes or associated work unless, in the opinion of
the Town, Engineer, such compensation is warranted and deemed to be in the best interest of the
Town of Weston. The following utility companies are provided:

Cable TV Cablevision

Communication Crown Castle Fiber, LL.C
Level 3 Communications, LLC
The Southern New England Telephone Company

Electric The Connecticut Light and Power Company
Gas Southern Connecticut Gas Company

Water Aquarion Water Company of Connecticut
Fiber Town of Weston

Coordination with Emergency Services

The Contractor shall contact the Fire Department, Police Department, and Emergency Medical
Services prior to commencing work to establish coordination procedures in the event of disruption
to services or other emergency.

Daily Cleanup

Before the completion of each day’s work, the Contractor shall be responsible for cleaning up and
removing or relocating all excavated material, debris, equipment and the like and for temporarily
backfilling or filling excavations as necessary to ensure safe usage of public space at the site.

Environmental Protection

In case of a spill or leak of chemicals, oil, coolant, solvent, hydraulic fluid or other spill that
threatens the stream or wetland environment in, under or adjacent to the project area, the
Contractor shall be required to have environmental clean-up or protection materials on-site, in
advance of construction sufficient to contain the full volume of any materials owned by the
Contractor and present on site.

Signs

Any signs disturbed or removed by the Contractor, whether shown on the plans or not, shall be
reset or replaced at the Contractors’ expense as directed by the Town. Any traffic control devices
damaged due to negligence shall be replaced by the contractor at his expense.
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11.
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13.

14.

Reports. Records. and Data

The Contractor and each of his subcontractors shall submit to the Town, schedules of quantities
and costs, progress schedules, payroll reports, estimates, records and other data as the Town may
request concerning the work performed or to be performed under this Contract.

Right to Eliminate Work

The Town of Weston reserves the right to eliminate from the Contract any of the items of work.
This includes limiting the scope of work, in the event it deems it to be in the best interest of the
Town.

Conditions of Site and Constraints

The Contractor shall furnish all warning signs and barricades to ensure the safety of local traffic
and pedestrians in the vicinity of the construction area. The work site will be maintained in an
orderly manner and protected to ensure that no possibility exists where people may wander onto
the construction site, fall into an open excavation or be injured due to the site conditions. If in the
opinion of the Town, Engineer or the Inspector, the site is not protected against such possibilities,
the Contractor may be directed to provide temporary fencing or other protective measures to ensure
the safety of the work area. Any such measures so ordered will be at the expense of the Contractor.
No additional compensation will be granted.

Required precautions shall be taken concerning noise, clean up, safety, security, etc.

Sanitary Provisions

The Contractor shall provide and maintain in a neat and sanitary condition such accommodations
for the use of their employees as may be necessary to comply with the requirements and regulations
of the State Department of Health or of other bodies or tribunals having jurisdiction therewith.

Working Hours and Project Execution

All work hours are subject to the review and approval of the Town. The Contractor shall develop
and submit for approval a project execution plan that shows the construction schedule and
sequencing throughout the project duration. The following general work hour restrictions shall be
noted when preparing the proposed project execution plan:

e All work shall take place between the hours of 7:30 AM and 4:00 PM.
e No work shall take place on any Saturday or Sunday without written approval by the Town.
e No work shall take place during a Holiday.

Contractor shall also be aware that the Offutt Center and the Lachat Town Farm will be open for
business and accessible to the general public during construction and therefore Contractor shall be
mindful of employees and customers during construction, safely store materials and equipment,
and carefully execute construction activities to protect all persons present at the site.
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16.
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Contractor’s Use of Town Property Areas

If permission is granted to the Contractor to utilize Town property as a storage area for either
construction equipment or materials, the Contractor shall conform to the following:

a. After hours and weekend parking of construction equipment will not be allowed in landscaped
areas which will cause damage to said areas. Also, equipment shall not be parked in locations
within the Town Area which will cause sightline restrictions for motorists entering or exiting
the Town Area.

b. The Contractor will not be allowed to stockpile any material other than that material which is
permitted in an Agreement that is required between the Town and the Contractor. The storage

of unacceptable material such as construction debris, hazardous material, old truck batteries,
abandoned construction vehicles, etc. will not be allowed.

¢. The Contractor shall restore those areas of the Service Area.

Any permission to use Town property for storage area will require the approval of both the Town
of Weston and the Friends of Lachat.

Project Execution

The Contractor shall develop and submit for approval a project execution plan that shows the
construction schedule and sequencing throughout the project duration.

Submissions Required After Bid Opening

After the Bid Opening, upon request of the Town, the low bidder shall submit the following
documents within five (5) business days of the Town’s request:

Copy of Valid Connecticut Contractor License
Contractor’s Proposed Progress Chart
Contractor Schedule of Values

Contractor’s list of proposed Subcontractors

B

In addition to all maintenance and operating instructions, schedules, guarantees, bonds, certificates
of inspection and other documents all as required by the Contract Documents, the following shall
be submitted to the Town at the Completion of Project before final payment will be made to the
Contractor:

1. Records Documents (As-Builts)
2. Proof that payment has been made to all subcontractors



TECHNICAL SPECIFICATIONS

OFFUTT CENTER SOLAR INSTALLATION AT LACHAT TOWN FARM

This technical specification covers the furnishing of all design, labor, materials, testing,
submittals, tools, and equipment necessary for the installation of a complete roof-mounted solar
system at the Offutt Center of the Lachat Town Farm located at 106 Godfrey Road West,
Weston, CT 06883.

The Lachat Town Farm is owned by the Town of Weston. The Offutt Center and the Farm are
run and managed by the Friends of Lachat. The system is not sized, nor sought, to export excess
electrical generation to the local utility transmission system. Based on the attached assessment,
minimum system requirements are as follows:

Module Tier 1 Bloomberg

Inverters, Optimizers, and | SolarEdge (or approved equal)
Battery Storage

Solar System Size 23 kW (minimum)

Estimated Production 32,600 kWh (minimum)

Brand names are meant to describe the standard of quality, performance, and characteristics the
Town desires and not be intended to limit or restrict competition. The Town reserves the right to
determine and approve any product submitted as an “approved equal”.

The Town will provide a direct cash purchase for the system from the successful Contractor
which will be a combination of Town funds and funds from the Friends of Lachat. The
successful Contractor will be expected to assist in receiving any available additional benefits
from eligible federal or State of Connecticut programs.

SITE INFORMATION

Site Name Offutt Center

Address 106 Godfrey Road W, Weston, CT 06883

Year Built 2023

Roof Age 2023

Building Use Community program space with offices and
event kitchen

Serving Utility Eversource

Estimated Annual kWh Usage (based on 1 61,929 kWh

year)

Annual Electric Expenditures $11,124

Included as Appendix A are copies of the original roof designs from 2022 for the Offutt Center
which anticipated solar installation. Also included in the same Appendix is a copy of a report
prepared for the Friends of Lachat by Sync Renewables evaluating solar installation.
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BACKGROUND

A.

The Contractor shall generate safe and reliable renewable energy from solar photovoltaic
(PV) systems sited on the Offutt Center at the Lachat Town Farm over the contract life.
The electricity is not intended to feed into the electrical distribution system on the
“customer side” of the utility meter.

The Contractor will design and construct a turnkey electric power generating system built
and operated at the site in accordance with all sections.

The systems shall convert solar radiation into AC electric. At a minimum, the system
shall consist of:

1. a solar photovoltaic generation system

2. all necessary support structure and mounting provisions
3. all necessary reinforcement of existing support structure
4, terminal and combiner box(es)

5. quick-connect solar panel electrical connectors

6. cable and wiring

7. conduits

8. a DC disconnect

9. a grid-connected inverter

10.  an AC disconnect

11. all metering and control equipment

12.  asystem monitoring and data retrieval sub-system

13.  ground and arc fault protection and alarming

14. an electrical grounding sub system

15.  everything necessary to interconnect with site electrical distribution systems.

In addition to the above, the Contractor shall provide all incidentals required, such as the
agency’s electrical distribution system impact studies and needed modifications, permits,
approvals, environmental and historic compliance, freight, financing, procurement,
monitoring, inspection, billing, and incidentals as necessary to design, construct, operate,
and maintain all the complete solar photovoltaic generation systems, described
hereinafter.

The Contractor shall assist the Town is receiving federal or State of Connecticut tax
credits, grants or other eligible incentives from the Build America, Buy America
Program, Inflation Reduction Act, or other programs, if available and eligible.

DISCOVERY OF SITE CONDITIONS

A.
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The Contractor shall conduct all work necessary to explore, inventory, and evaluate
existing facilities (including, but not limited to: mechanical, electrical, utility, structural,
and architectural conditions of facilities) in order to complete the project. Where this
exploratory and inventory work requires opening of finish surfaces, uncovering,
demolition, and/or excavation, the contractor shall promptly return all such areas to pre-
construction condition or better upon completion of the investigations. The Contractor
shall produce an engineer evaluation report for the existing roof structure. The document



shall be prepared by a structural engineer, assessing the current condition of a roof to
determine if it can safely support the additional weight and wind load of a solar panel
system, including recommendations for any necessary reinforcements or modifications to
ensure a secure installation.

As the project develops, it may evolve and change as new information is discovered.
Minor changes in the Project should be expected, and the Contractor shall make
necessary adjustments accordingly. However, in the event of major or material changes,
resulting in the need for a modification in services provided, then an appropriate contract
modification(s) will be negotiated. Any changes in contract $/kWh costs, work scope,
and time can only be authorized by the Town in advance.

CODES, STANDARDS, AND REGULATIONS:

A. The Contractor shall comply with all applicable state and national building codes
including but not limited to the following:
1. Connecticut State Building Code
2. International Code Council (ICC)
3. International Mechanical Code (IMC)
4, International Plumbing Code (IPC)
5. International Building Code (IBC)
6. International Fire Code (IFC)
B. The Contractor shall also comply with the latest edition of the following codes,
standards, and guides.
Topie Code Code Description
Organizatio
n
Safety Multiple OSHA Occupational Safety and Health
Administration Regulations for
Construction; all regulations apply to all
aspects of the project, with special
attention to requirements for electrical
safety
and fall protection.
Safety Title 29 Code OSHA 1910 Occupational Safety and Health
of Federal Standards
Regulations
Safety Title 29 Code OSHA 1926 Safety and Health Regulations for
of Federal Construction. Government Safety and
Regulations Health specification (Exhibit 6)
Section 01546
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Steel Work AISC Manual of AISC Best Practices - Applies to any steel work.
Steel Construction
(latest edition)

Concrete ACI-318 ACT Requirements for Structural Concrete
(ACI-318, latest edition)

Civil Engineering | ASCE-7 ASCE Minimum Design Loads for Buildings and
Other Structures

Electronics IEEE C2 NESC IEEE IEEE C2 National Electric Safety Code

and (NESC) as applicable to modifications

Engineering to the utility system not covered by
National Electric Code (NEC)

Electronics IEEE P929 IEEE P929 Recommended Practice for Utility

and Interface of Photovoltaic (PV) Systems

Engineering

Interconnecting IEEE 1547 IEEE Standard for Interconnecting Distributed

Distributed Resources with Electric Power Systems

Power Systems

Interconnecting IEEE 1547a IEEE Describes means and methods for

Distributed inverter low- voltage ride through, low-

Power Systems frequency ride through, and power factor
adjustments. Must be used with mutual
agreement of Contractor, the
Government, and the Utility.

Interconnection IEC 61727 [EEE Photovoltaic (PV) systems —

of PV Systems Characteristics of the utility interface

Inverters IEEE 519 [EEE Recommended Practices and
Requirements for Harmonic Control in
Electric Power Systems

Inverters and IEC 62109 IEC Safety of power converters for use in

Converters photovoltaic power systems, both Parts 1
and 2

Inverters, UL 1741 UL Inverters, Converters, Controllers, and

Converters, Interconnect System Equipment for Use

and Controls with Distributed Energy Resources

PV Module IEEE 1262 IEEE Recommended Practice for PV Module

Qualification, Performance, and
Reliability
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PV Module IEC 61215 & IEC | IEC Design qualification and type approval
61646 for crystalline silicon and thin-film PV

modules

PV Module IEC 61730 IEC Module safety qualification

PV Module — UL 1703 UL Standard for Safety for Flat Plate

Safety Photovoltaic Modules and Panels

PV Module - ASTM - E1026-08 | ASTM Standard Test Methods for Electrical

Testing Intl Performance of Non-concentrator
Terrestrial Photovoltaic Modules and
Arrays

PV Module - ASTM - E1038-10 | ASTM Standard Test Methods for Determining

Hail Test Int] Resistance of Photovoltaic Modules to
Hail

PV Module — ASTM - E1171-09 | ASTM Standard Methods for Photovoltaic

Temperature Intl Modules in Cyclic Temperature and

and Humidity Humidity Environments

Testing

PV Module — E1462-00(2006) ASTM Standard Test Methods for Insulation

Grounding Intl Integrity and Ground Path Continuity of

Testing Photovoltaic Modules

PV Module — E1799-08 ASTM Standard Practice for Visual Inspection

Visual Intl of Photovoltaic Modules

Inspection

PV Module — E1830-09 ASTM Standard Test Methods for Mechanical

Mechanical Intl Integrity of Photovoltaic Modules

Integrity

PV Module — E2848 ASTM Standard Test Method for Reporting

Test Method Intl Photovoltaic Non-Concentrator System
Performance

PV Module — E2939 ASTM Standard Practice for Determining

Reporting Intl Reporting Conditions and Expected

Performance Capacity for Photovoltaic (PV) Non-
Concentrator Systems

Control System 800-82 NIST Guide to Industrial Control Systems

— Security (ICS) Security Standard (Draft)
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Solar Balance of IEC 62093 IEC Balance-of-system components for

System photovoltaic systems - Design
qualification natural environments

Racking UL 2703 UL Rack Mounting Systems and Clamping

Systems Devices for Flat Plate Photovoltaic
Modules

Performance IEC 61724 IEC Photovoltaic systems performance

Monitoring monitoring — guidelines for
measurement, data exchange
and analysis

PV System IEEE 1374 IEEE Guide for Terrestrial PV Power System

Safety Safety

PV System IEC 62548 [EC Installation and Safety Requirements for

Safety Photovoltaic (PV) Generators

Safety — UFGS 01 35 26 UFGS Governmental Safety Requirements

Military Sites

Smart Grid IEEE 2030 IEEE Guide for Smart Grid Interoperability of
Energy Technology and Information
Technology Operation with Electric
Power Systems and End-use
Applications and Loads

Commissioning, IEC 62446 IEC Grid connected photovoltaic systems —

Documentation, Minimum requirements for systems

Tests, and documentation, commissioning tests and

Inspection inspection

UL - Listing UL Underwriters Laboratory
(http://www.ul.com). Only products that
are listed, tested, identified, or labeled by
UL or another nationally recognized
testing laboratory shall be used when
available. Non-listed products are
permitted only when listed products do
not exist. Non-listed products must be
identified as such in all submittals and
must be approved by the Government
prior to use in construction of the
systems.

Grounding and UL 467 UL Safety Standard for Grounding and

Bonding Bonding Equipment
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Arc-Fault
Current
Interrupters

UL 1699

UL 1699 Arc-Fault Current Interrupters

Fire Life Safety

NFPA 1 Fire Code

NFPA

The entirety of the code applies.

Fire Life Safety

NFPA 70, National
Electrical Code

(NEC)

NFPA & NEC

Refer to the version of the National
Electric Code (NEC), which is adopted
by the local jurisdiction having authority.
The electrical requirements of the NEC
have been adopted by the Government in
lieu of the technical electrical
requirements of the ICC Electrical Code.
All sections are referenced, with
particular emphasis on the following
articles:
1. NEC Article 300: Wiring

Methods and Materials
2. NEC Article 690: Solar

Photovoltaic Systems
NEC Article 705: Interconnected
Electrical
Power Production Sources

Fire Life Safety

NFPA 101

NFPA

Egress requirements of the National Fire
Protection Association (NFPA 101). The
Life Safety Code shall apply in lieu of
other code references.

Structural —
Roof Arrays

PV 1-2012 (or most
recent)

SEAOC

Structural Seismic Requirements for
Rooftop Solar Photovoltaic Systems

Structural —
Roof Arrays

PV 2-2012 (or most
recent)

SEAOC

Wind Design for Low Profile Solar PV
Arrays on Flat Roofs

Structural —
Military Sites

UFC 3-110-03
Structural

UFC

For military sites only, the following
Unified Facilities Criteria
(www.wbdg.org) are referenced.

Roof Systems

guidelines

NRCA

NRCA “Guidelines for Roof Systems
With Rooftop Photovoltaic
Components”

Roof Systems

NRCA “Roofing
Manual”

NRCA

NRCA Manual
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Roof Systems NRCA NRCA NRCA Manual
and “Waterproofing
Waterproofing Manual”
Roof Systems — UFC 3-301-01 UFC For military sites only, the following
Military Sites Unified Facilities Criteria
(www.wbdg.org) are referenced.
Sustainability — UFC 1-200-02 UFC High Performance and Sustainable
Military Sites Buildings — Military Sites
Historic Issues NFPA — 1966 NFPA Historic preservation guidelines —
applies to all sites
Historic Issues NREL — Guide NREL Implementing Solar PV Projects on
Historic Buildings and in Historic
Districts
http://www.nrel.gov/docs/fy110sti/51297
-pdf
PERMITS AND LICENSING
A. The contractor shall be responsible for preparing all permitting and licensing applications

for the project. This includes, and is not limited to, providing all required supporting
documentation, data, and information that the permitting and licensing agencies may
require.

B. The contractor shall coordinate all such work and be the primary liaison with the
permitting and licensing agencies. The contractor shall be solely responsible for all
permitting and licensing fees. The contractor shall comply with all requirements of
permits and licenses issued for the project.

C. The Contractor shall involve the Town of Weston Fire Marshal to provide design advice
and design approval. The Contractor shall review the design of the system with the fire
marshal and also observe design guidelines regarding firefighter access in the
International Firefighter Association and the Government’s November 2009 “Fire Safety
Guideline for Photovoltaic System Installations” The Contractor shall invite local
firefighters to a training where firefighters will be shown how the system works and how
to shut it down, and shall work with fire marshal to determine where to post the
permanent instructions and required markings.

D. Contractor shall also coordinate with the Town of Weston Fire Marshal on:
1. Signage
2. Shutoffs
3. Arrays on roofs - setbacks
4. Posted instructions for shutoffs
5. CAL Fire Ratings - Module Ratings
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ENGINEERING AND CONSTRUCTION

A.
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Professional Engineer and Licensed Design Professionals
1. All architectural and engineering (A-E) services shall be performed by design
professionals licensed in the State of Connecticut.

Registration Seals

1. Each submitted final design drawing, calculation document, and specification manual
shall be signed and dated by, bear the seal of, and show the State Certificate Number
of the Architect or Engineer who prepared the document and is responsible for its

preparation.

North American Board of Certified Energy Practitioners Installers
1. The installation crew shall include at least one North American Board of Certified

Energy Practitioners certified installer.

Coordination of Professional Services

1. The contractor shall be responsible for the professional quality, technical accuracy,
and coordination of all investigations, evaluations, drawings, testing, cost estimating,
submittals, written reports, construction, operations, and all deliverables, as required
by this Scope of Work document or as required to complete the work of this contract.

Coordination of Subcontractors’ Credentials

1. The contractor shall ultimately be responsible for the completeness, accuracy, and
coordination of all submittals but may delegate the preparation of submittals in whole
or in part to subcontractors or suppliers.

Modifications and Alterations of Town Property

1. Modifications, alterations, and/or additions to existing facilities shall be designed and
certified to satisfy applicable requirements of this Statement of Work (SOW)
document and the governing codes and standards referenced in this SOW document.

Structural Engineering

1. The Contractor must conduct a structural analysis and waterproofing study of the roof
and design the PV system to ensure the structural integrity of the PV installation and
that the structure of the building is not compromised. The structural analysis and
waterproofing study shall include but not be limited to: the weight of the PV system
itself, wind, snow, and seismic loads. Structural analysis shall include consideration
of concentrated loads as equipment is staged prior to installation or during relocation
of the PV system.

2. The Contractor shall design the systems for minimal building penetrations. The
number and design of penetrations is subject to approval by the Town. Where roof
penetrations cannot be avoided, they shall be properly sealed.

3. Structural analysis shall factor in water, snow, and ice ponding loads, as appropriate
for the site’s climatic conditions.



PRODUCTS, MATERIAL, AND SERVICE REQUIREMENTS

A.
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Site Service Conditions

1. Materials shall be designed to withstand the year-round temperatures and conditions
to which they are exposed (sunlight, heat, rain, cold, wind, seismic, salt air, fog,
marine corrosiveness, etc.).

Same Manufacturer and Product Line
1. All modules, inverters, and electrical switchgear are to be of the same manufacturer
and product line for each array.

New Equipment

1. The Town shall not accept used, reconditioned, after-market, or grey-market products
or equipment. Any offeror supplying used, reconditioned, after-market, or grey-
market products as the result of any contract award issued as a result of this
solicitation may be held responsible for damages to the Town.

Corrosion Resistance
1. All PV hardware and rack components shall be of corrosion-resistant material, such
as stainless steel, aluminum, or hot-dipped galvanized steel.

Locating Equipment and Appearance

1. Major electrical components, including the inverter, isolation transformer, and
metering, shall be installed in code-compliant enclosures. Components shall be
located indoors whenever feasible, in ventilated (non-air conditioned) utility rooms or
attic and where space and codes allow. When inverters and major electrical
components are located outdoors they shall be protected from direct exposure to
weather (sun, rain, snow, and sleet). A simple open-sided shed roof structure is
sufficient, as is a location under shaded carport arrays. Inverters shall not be located
on roofs in direct sun.

2. The Contractor shall coordinate with the Contracting Officer’s Technical
Representative (COTR) and Electrical Engineer (EE) regarding locations and
appearance of all equipment, including PV modules, conduit, inverters, disconnect
switches, wireways, and control and monitoring equipment. The COTR and EE must
approve all locations prior to installation.

Marking (Labeling) Best Practices

1. Strict conformance to system marking (or labeling) requirements of PV systems and
their components are crucial for the safety of operators, service personnel, emergency
responders, and others. General PV system labeling requirements, as per NEC 2014
690 Ch. VI, and specific requirements from Articles 690 and 705, shall be followed.
Include all required and desired labeling language in the design drawings for agency
review.

2. Electrical equipment and components used in PV systems shall have markings that
identify the manufacturer, size, type, ratings, hazard warnings, and other
specifications. Equipment markings should never be removed, and all equipment



G.

H.

markings must be durable for the environment in which the equipment is installed.
Markings must be visible or easily accessible during and after installation.

All markings, whether applied in the factory or the field, shall be designed to
withstand the environment in which they are installed (e.g., “UV rated” for outdoor
labels) and permanently affixed to the respective equipment in a manner appropriate
for the environment and compatible with the substrate materials.

Field-applied markings are required on many types of equipment and components,
including (but not limited to) conductors, connectors, conduits, disconnecting means,
and point-of-utility connections, as are special markings for bi-polar arrays,
ungrounded arrays, battery storage systems, stand-alone inverters providing a single
120-volt supply, and other marking as required by local codes.

Expected Service Life

1.

Unless noted otherwise, all materials furnished for the project shall have an expected
service life of thirty years (30) or more, given the unique service conditions of each
array site. Equipment warranties (modules, inverters, switchgear) are shorter than the
expected service life. With a 30-year system life, it is common and well understood
by industry that inverters and a small percentage of failed modules would need to be
replaced though the system as a whole would provide at least 30 years of service.
Agencies should seek the type of equipment and workmanship that can result in a 30-
year system.

Minimum Transformer Efficiency Rating

1.

Any new transformers installed, as part of Project shall be high-efficiency
transformers. All such transformers shall comply with “NEMA Premium Standard”
of The National Electrical Manufacturers Association NEMA) and be of amorphous
steel core with bio-based oil.

SOLAR PV SYSTEM REQUIREMENTS
PV Module Potential-Induced Degradation (PID) must be prevented or reversible through

A.

proper choice of inverter that are designed with PID prevention features.

SAFETY, QUALITY, AND RELIABILITY

A.
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This section covers safety and reliability issues in addition to those covered by current
codes and standards. The Contractor shall be responsible for ensuring proper compliance
with the most current standards and when two or more standards apply, the Contractor
shall adhere to the most stringent requirement.

1.

Array Arc and Ground Fault Detection and Prevention

a. Hardware shall be included to detect DC ground and arc faults. Once faults are
detected, automatic system shutdown must occur, and the Contractor shall dispatch
qualified electrical technicians to the site within 24 hours to locate the fault and make
necessary repairs.

Acceptable Array Ground and Arc Fault Hardware Detection Schemes for Grounded
Systems

a. An arc-fault detection system which is listed by OSHA’s Nationally Recognized
Testing Laboratory (NRTL) and compliant to the 2014 National Electrical Code must



be installed. If a fault occurs, the system must shut down and send an automated
alarm to the Contractor.

b. The PV system must include string-level DC residual current detector(s) (RCDs)
that disconnect faulted circuit(s) and transmit an alarm alert to the Contractor.
Acceptable Array Ground and Arc Fault Hardware Detection Schemes for
Ungrounded Systems

a. An arc-fault detection system, which is NRTL-listed and compliant to the 2014
National Electrical Code, must be installed. If a fault occurs, the system must shut
down and send an automated alarm to the Contractor.

b. The PV system must include DC residual current detector(s) (RCDs) that
disconnect faulted circuit(s).

c. The inverter includes a morning wake-up isolation resistance (Riso) check
through built-in hardware. If the test fails, the system must shut down.

ARRAY GLARE AND GLINT PREVENTION ANALYSIS

A.

The Contractor shall conduct a glint/glare analysis, as necessary for Federal Aviation
Administration (FAA) review, using the Solar Glare Hazard Analysis Tool (SGHAT,

https://share.sandia.gov/phlux) after the conceptual design is approved by the Town. The

SGHAT analysis may need to be repeated if changes are made to the size, shape, or

orientation of the PV system, as these changes could have an effect on glare. At a
minimum, the information required for the analysis includes:

N

Location (depicted on map) and size of the array

The roof height and the height of the panels above the roof

Array orientation and panel tilt

Module surface material

An outline of the rooftop, as well as the usable areas of the rooftop upon which the
PV array will be constructed

If the SGHAT analysis shows that the PV system glare does not meet acceptable levels,
the design shall be modified as much as practicable to minimize glare. If it is not possible
to modify the PV system design to eliminate the glare hazard, the PV system will be
dropped from the project list.

CYBER SECURITY
All equipment to be installed may be subject to cyber security screening to ensure that no
security vulnerabilities are exposed or data breaches are created.

A.

LIGHTNING PROTECTION

If a dedicated or separate grounding electrode is added for the lightning suppression, as is
described in NEC 2014 Section 690.47(D), then the “Auxiliary Grounding Electrodes™
must be bonded to the premises’ grounding-electrode system.

A.

MODULE QUALITY AND SAFETY
Only qualified modules that are designed and manufactured to be durable enough to
perform over the contract period and beyond.

A.

31



B. Modules shall meet Qualification Plus (QP) verification through testing standards
developed by the National Renewable Energy Laboratory (NREL).

C. Modules shall be suitable for use in the New England Region.

MINIMUM SYSTEM SIZE

A. The Town estimates the total PV system to be 23Kw and will only accept a proposal that
is no less than 10% smaller than the estimates.

B. After the contract award, the Contractor can recommend PV system sizes at their

discretion, as long as the total aggregated PV system size is within plus/minus 10% of the
original estimate.

REVIEW OF CONTRACTOR'’S FINAL DESIGN

A.

E.

The Contractor shall hire a third-party commissioning authority to review and comment
on the design prior to construction. The Contractor may not proceed with construction
until approval of the design submission has been received from the Town.

The Contractor shall maintain a set of drawings for each of the PV systems, with all
Town- approved design changes made during construction.

Upon completion of construction, the Contractor shall submit final design documents,
including, at a minimum, drawings that are updated to reflect all changes, with details of
PV system structural support, any roof penetrations, electrical single-line diagrams, and
complete product literature for review by the Town.

A structural professional engineer shall sign and stamp the structural drawings, and a
professional electrical engineer shall sign and stamp the electrical drawings.

Two (2) hard copies shall be submitted, as well as electronic copies of all documents.

SYSTEM STARTUP AND COMMISSIONING

A.
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The contractor shall provide all work required for testing, start-up, and commissioning as
required by the following requirements.

Commissioning standard IEC 62446 shall be followed, and associated reports shall be
included with the as-built submittal package.

The Contractor shall provide the services of the third-party Testing Agency that employs
North American Board of Certified Energy Practitioners NABCEP) or International Test
Association (NETA) certified engineers or technicians to perform start-up and acceptance
testing of the specified PV system.

A Town representative and/or Friends of Lachat representative may request to be present
during any or all phases of the start-up and testing activities.



G.

Complete a system commissioning per the Specification and equipment manufacturer’s
written instructions.

Request and coordinate with Utility and Town representatives for acceptance and
certification of the PV system and permission to operate.

Set and adjust circuit protection devices according to the Short Circuit and Coordination
Study. Commissioning shall include the Contractor’s data acquisition system (DAS).

SUBMITTAL AND REVIEW PROCESSES

A.

The Contractor shall work with the Town for design review and approval for each
submittal document required.

The Contract shall provide drawings for each discipline required (electrical, roofing,
structural, geotechnical, etc.), with separate plans for new work and demolition, as well
as special types of drawings where necessary, such as enlarged plans, equipment curbing
and flashing details, ground mounting and roof penetration details, etc. Detailed drawings
shall be provided showing base and structural supports planned for supporting the array,
i.e., footers, pylons, supports, etc. Drawings shall clearly distinguish between new and
existing work. Each drawing shall indicate project title, project number, building name,
building address, A/E firm, A/E’s address and/or phone number, contract number,
drawing title, drawing type, drawing number, and key plan. A cover sheet shall be
provided and shall include a list of the drawings, legend, vicinity map, and location map
in addition to all items required for each drawing. Each A/E submission shall be clearly
dated and labeled (e.g., 75% Design Development Submission, 100% Check Set
Submission, Construction Phase Shop Drawings, As-Built Drawings). Each drawing
sheet submitted shall include a graphic scale in the lower right portion of the sheet. The
final set shall be stamped by a registered engineer and/or registered architect for the
jurisdiction in which the building is located.

INSPECTION

A.
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The Contractor shall conform to the requirements of FAR Clause 52.246-4, Inspection of
Services — Fixed-Price, which is included by reference in this solicitation and Contract.

The Town may inspect the PV systems at any time during construction or after the PV
systems have been put into operation. The Contractor may be ordered to stop work, or
shut the systems down, if unsafe conditions or code violations are noted.

The warranty holder or a roofing contractor certified by the roof manufacturer shall
inspect the PV systems to ensure the integrity of the installation. To ensure compliance
with provisions of the NEC, an inspection by a licensed electrical inspector is mandatory
after construction is complete.

1. Shop Drawings Used During the Project

2. Major Components — User Manuals

3. One Training Session for Site Facilities Engineers

4. As-Built Structural Drawings



5. As-Built Electrical Drawings

6. As-Built Site Drawings

7. Spare Parts List

8. Site Reference Materials for Emergency Operations — Building Operators

9. Final Commissioning Report

10. The Local Utility Company’s Letter of Certification accepting the PV system and grid
tie-in and granting permission to feed electrical power into the local utility electric
power grid.

Total Array Output Warranty. If the performance falls below specifications during the
Contractor’s or Subcontractor’s warranty period, the Contractor or Subcontractor at the
Contractor’s or Subcontractor’s expense shall replace or repair the defective equipment.
The measurement made under actual installation and temperature will be normalized to
standard test conditions using the temperature coefficients published in the module
specifications.

AS-BUILT DOCUMENTATION AND WARRANTIES

A.
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The Contractor shall submit two (2) hard copies and one (1) CD containing the “as-built”
drawings and specifications as CAD and PDF files

All low-voltage wiring; communications, metering, and meteorological instruments; and
fault detection/alarming systems shall have separate diagrams/drawings.

String labeling on drawings must match combiner box labels physically applied in the
field.

Submit construction drawings for each PV system. Provide drawings for each discipline
required (e.g., architectural, structural, electrical), with separate plans for new work and
demolition, as well as special types of drawings where necessary, such as enlarged plans,
equipment curbing and flashing details, roof penetration details, etc. Drawings shall
clearly distinguish between new and existing work.

Each drawing shall indicate project title, project number, building name, building
number, building address, Firm’s name, Firm’s address and phone number, contract
number, drawing title, drawing type, drawing number, and key plan. A cover sheet shall
be provided and shall include a list of the drawings, legend, vicinity map, and location
map in addition to all items required for each drawing. Each submission shall be clearly
dated and labeled. Each drawing sheet submitted shall include a graphic scale in the
lower right-hand portion of the sheet. The final set shall be stamped by a registered
engineer and/or registered architect for the state in which the building is located.

Note that the aesthetic character of the mounting structure and overall system installation
will be considered. Thus, the proposal should include enough information to assess the
solution’s aesthetic characteristics. Inclusion of photographs, material samples, and
architectural elevations are allowed under this item. Please include the height of the
proposed system.



PV SYSTEM ACCEPTANCE TESTING

A,
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The Contractor shall conduct inspection and testing of each of the PV systems in

accordance with its own quality-control plan and the following:

1. Manufacturer recommendations

2. IEC 62446, Grid Connected Photovoltaic Systems Minimum Requirements for
System Documentation, Commissioning Tests and Inspection

3. The International Code Council (www.ICCsafe.org) Acceptance Criteria 286 for
Roof Flashing for Pipe Penetrations and Acceptance Criteria 428 for Module Framing
Systems Used to Support PV Modules

The Contractor shall hire a third-party commissioning authority to provide the visual
inspection, array testing, and whole-systems testing specified in IEC 62446. The PV
systems shall be tested and accepted as they are completed.

The Contractor shall notify the Town not less than five (5) Business Days prior to the
anticipated date of each PV System Acceptance Testing. The Town shall have the right,
but not the obligation, to be present at and observe the System Acceptance Testing, at the
Town’s sole cost.

Acceptance shall be after the PV systems has generated electric energy for ten (10)
continuous days at energy and power production levels consistent with the proposed PV
system’s estimated production with 100% system availability, measured with applicable
instruments and meters; the PV system has been commissioned per IEC 62446 and
approved for interconnected operation. At that time, the Contractor shall send a
Completion Notice and a copy of the System Acceptance Testing to the Contracting
Officer so that the Town can complete its final inspection.

The Contractor shall conform to the requirements of FAR Clause 52.246-4, Inspection of
Services — Fixed-Price, which is included by reference in this solicitation and Contract.
The Town Contracting Officer or the delegated Contracting Officer’s Representative may
inspect the PV systems at any time during construction or after the PV systems have been
put in operation, with a minimum 48-hour notice. The Contractor may be ordered to stop
work or shut the systems down if unsafe conditions or code violations are noted.

The warranty holder or a roofing contractor certified by the roof manufacturer shall
inspect the roof after installation to ensure roof integrity and compliance with the
International Code Council (www.ICCsafe.org) Acceptance Criteria 286 for Roof
Flashing for Pipe Penetrations and Acceptance Criteria 428 for Module Framing Systems
Used to Support PV Modules. The Contractor shall comply with all Section C
requirements, and an inspection by a licensed electrical inspector is mandatory after
construction is complete.

Some commissioning activities may commence before the system is operational. After
the electrical commissioning agent gives permission for either interim testing for
operation in parallel with the electrical utility system is granted, the Contractor shall
complete commissioning and acceptance testing of each of the PV systems, in accordance
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with its own quality-control plan, manufacturer recommendations, utility interconnection
requirements, and IEC 62446 Grid Connected Photovoltaic Systems Minimum
Requirements for System Documentation, Commissioning Tests and Inspection.

The Contractor shall notify the Town not less than five (5) Business Days prior to the
anticipated date of each PV System Acceptance Testing. The Town shall have the right,
but not the obligation, to be present at and observe the System Acceptance Testing, at the
Town’s sole cost.

Acceptance shall be after the PV systems has generated electric energy for ten (10)
continuous days at energy and power production levels consistent with the proposed PV
system’s estimated production with 100% system availability, measured with applicable
instruments and meters; the PV system has been commissioned per IEC 62446 and other
requirements as specified above; and the PV system has approved for interconnected
operation by serving utility. At that time, the Contractor shall send a Completion Notice
and a copy of the System Acceptance Testing to the Contracting Officer so that the Town
can complete its final inspection.

If any of these requirements are not met, then the Town shall provide Contractor with a
detailed notice of such failure (a “Rejection Notice”) within the ten (10) Business Day
period, and Contractor shall promptly remedy at Contractor’s cost the relevant, specified
failure and conduct new System Acceptance Testing until it indicates that the PV systems
meets the requirements. In each such case, the Contractor shall send a new Completion

Notice to the Town with a copy of the results of the new System Acceptance Testing as
provided above, and the foregoing procedures shall be repeated.



DRAFT AGREEMENT

OFFUTT CENTER SOLAR INSTALLATION
AT LACHAT TOWN FARM

This Contract (the “Contract”) made the {DAY} day of {MONTH]}, in the year of Two
Thousand and Twenty Six and between the TOWN OF WESTON, a Connecticut municipal
corporation (the “Town”) and { CONTRACTOR} a {TYPE OF ORGANIZATION}
organized and existing under the laws of the State of {STATE} (the “Contractor”).

SECTION 1 - THE WORK, PRICE AND PAYMENT SCHEDULE

Contractor shall furnish all the materials, machinery, implements, tools, labor, services, and other
items of every kind required to perform and complete in a good and workmanlike manner, the
work identified in the Contract Documents dated {DATE}.

In consideration of Contractor’s satisfactory completion of the Work the Town agrees to pay the
Contractor the sum of {INSERT} Dollars and {INSERT} Cents ({$000.00}) (the “Total
Price”). The Total Price includes the acceptance of the following Bid Alternates:

{INSERT LIST OF BID ALTERNATES ACCEPTED}

The amount that the Town is obligated to pay under this Contract will not exceed the Total Price
unless the Director has approved a written change order request.

Contractor will submit invoices, together with supporting documentation periodically as the
Work progresses in accordance with a work schedule established by the Director or the
Director’s designee (the “Work Schedule™). The Director may, in his discretion, divide the Work
Schedule into phases (for example, Phase 1, Phase 2, etc.) with each phase including an
appropriate grouping of sidewalk segments and/or signal improvements. The amount paid the
Contractor shall be the amount due less 5% retainage. The retainage shall be held by the Town
until completion of the Work.

Payments will be due within thirty (30) days after receipt by the First Selectwoman of each
invoice bearing indicia that the First Selectwoman has approved the completion of the Work for
the applicable phase.

SECTION 2 - ADMINISTRATION BY THE TOWN

The Work to be performed under this Contract shall be administered on behalf of the Town by
the First Selectwoman, or his/her designated representative.
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SECTION 3 - CONTRACT DOCUMENTS AND DESIGNATED REPRESENTATIVE

For the purposes of this Contract, “Work” means and includes all work described in the Contract
Documents consisting of this Agreement, Construction Narrative, Invitation to Bid, Information
for Bidders, Bid Proposal, Special Conditions, Special Provisions, Technical Specifications,
Drawings, Maps, Addenda (whether issued prior to opening of Bids or execution of the
Agreement), all bonds and insurance certificates submitted by the Contractor, any other
document included in the Bid Documents Package prepared for Bidders, and all provisions
required by the State of Connecticut whether inserted or not.

Prior to commencing Work, Contractor shall provide the First Selectwoman with the name, e-
mail address and mobile phone number of the official within Contractor’s organization (the
“Designated Representative”) who will be responsible, on behalf of Contractor, for responding to
questions, comments and instructions of the First Selectwoman. The Designated Representative
shall be available on all days when Work is in progress to meet with the Director at the site or
sites at which the Work is being performed within two (2) hours of receipt of a telephone call,
voicemail message, text or email from the First Selectwoman. If the Designated Representative
will be out of the office or otherwise unavailable on a day or days when Work is in progress, the
Designated Representative shall notify the First Selectwoman in advance and provide the name,
e-mail address and mobile phone number of an alternate official within Contractor’s organization
who will be responsible, on behalf of Contractor, for responding to questions, comments and
instructions of the First Selectwoman. Contractor’s Designated Representative is as follows:

Name Email Mobile Phone Number

SECTION 4 — EXAMINATION OF DOCUMENTS AND CONDITIONS

Contractor represents that one or more of its representatives has carefully examined all the
Contract Documents and visually inspected all project work areas referenced in the Contract
Documents. Contractor represents that it: (a) is fully informed regarding all existing conditions,
both natural and manmade, as well as all such above grade, at grade and subsurface conditions
that may, in any way, affect the Work to be done and labor and materials to be furnished for the
proper completion of the Work, including, without limitation, the existence of poles, stanchions,
wires, pipes, conduits and other facilities and structures of municipal and public service
corporations; (b) has secured that information by investigation, research, and inquiry into all
reasonably available data concerning the project areas and has not relied upon the estimates or
records of the Town; and (c) will make no claim against the Town by reason of reliance on any
estimates, tests, information, data or representations made by any agent, representative or
employee of the Town, or for costs incurred as a result thereof.
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SECTION 5 —- DATES OF COMMENCEMENT, COMPLETION, AND LIQUIDATED
DAMAGES

Contractor will begin Work within ten (10) days of receipt of a Notice to Proceed issued by the
Director. Contractor will complete all Work by , 2026 (the “Completion Date”). If,
at any time, Contractor concludes that an extension of the Completion Date or any interim
deadline indicated in the Work Schedule is required due to weather conditions, material
shortages or other circumstances beyond Contractor’s control, Contractor shall deliver to the
Weston First Selectwoman a written change order request. No extension of the Completion Date
or any interim deadline indicated in the Work will be permitted unless memorialized in a written
change order request approved and signed by the Weston First Selectwoman.

The Bidder must also agree to pay as liquidated damages in the amount of Eight Hundred Dollars
and Zero Cents ($800.00) for each consecutive calendar day in excess of the specified
completion date.

SECTION 6 — ALTERATIONS AND OMISSIONS

The Work shall be performed in accordance with the true intent and meaning of the Contract
Documents without any expense of any nature whatsoever to the Town exceeding the Total
Price. The Town reserves the right, at any time during the progress of the Work, to alter the
Contract Documents, remove any work from the Contract Documents, or alter any other portion
of the Work as the Town deems necessary. In such event, allowances for additions and/or
deductions to the Total Price will be made commensurate with the changes in the scope or extent
of the Work. Any such action by the Town shall not constitute grounds for a claim by Contractor
for damages, loss of anticipated profits, or for costs resulting from any variations between the
approximate quantities and quality of Work contemplated in the bid and as built.

SECTION 7 — CONTINGENCIES, EXTRA WORK AND CHANGES

Whenever the Town determines that, from any cause not foreseeable at the time of this Contract,
the scope of Work should be altered to provide for changes, deletions, contingencies, or
additional or extra Work, the Weston First Selectwoman may issue a change order to Contractor
who shall forthwith commence the Work necessary to comply with the change order. No extra
work shall be commenced or undertaken nor shall any be deleted until the Weston First
Selectwoman has issued and signed a written change order.

SECTION 8 — NO COLLUSION OR FRAUD

Contractor represents that: (a) the only person or persons interested as principal or principals in
the Bid are named therein; (b) this Contract has been secured without any connection with any
person or persons other than those named; (c) this Contract was secured without collusion or
fraud; and (d) no elected or appointed official or employee of the Town, nor any member of the
immediate family of any such person, has or shall have a financial interest in the performance of
this Contract, in the supplies, work or business to which it relates, or in any portion of the profits
thereof.
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SECTION 9 - PAYMENT FOR QUANTITIES PLACED

As the Work progresses in accordance with the Contract Documents and in a manner that is
satisfactory to the Town, the Town will make payments to Contractor, based upon the
Contractor’s Schedule of Values and completed Work invoiced. Payment shall be made only
after acceptance of the completed Work by the First Selectwoman.

SECTION 10 - FINAL ACCEPTANCE OF WORK

When, in the opinion of the First Selectwoman, the Contractor has fully and properly performed
the Work in accordance with the Contract Documents, the First Selectwoman shall issue a final

certificate of acceptance.
SECTION 11 - ACCEPTANCE OF PAYMENT

Acceptance by the Contractor, or anyone claiming by or through it, of any interim or final
payment hereunder shall constitute and operate as a release of the Town from any and all claims
of any liability or responsibility to Contractor for anything done to, furnished for, relating to or in
connection with the Work, and for any act or omission on the part of the Town or any of its
elected or appointed officials or employees unless Contractor has delivered a detailed written
statement of claim to the Town prior to the acceptance of payment. The statement must specify
the items and details upon which the claim is based and any claim shall be limited to the items
indicated in the statement. The Contractor’s refusal to accept the final payment, as tendered,
shall constitute a waiver of any right to interest thereon.

SECTION 12 — RIGHT TO SUSPEND WORK OR TERMINATE CONTRACT

If, at any time, the First Selectwoman determines that the Work is not being performed according
to the Contract Documents or for the best interest of the Town, the execution of the Work by
Contractor may be temporarily suspended by the First Selectwoman, who may then proceed with
the Work under the First Selectwoman’s own direction with the Town’s own forces or other
personnel in accordance with the Contract Documents and in such manner as the First
Selectwoman determines to be in the best interests of the Town; or the First Selectwoman may
terminate the Contractor’s engagement under this Contract while the Work is in progress, and
thereupon proceed with the Work in such manner and by such process as the First Selectwoman
determines to be in the best interest of the Town.

SECTION 13 - REJECTED WORK AND MATERIAL

If the First Selectwoman finds that the materials furnished or the Work performed by Contractor
does not conform with the Contract Documents and has resulted or will result in an inferior or
unsatisfactory product, the materials or Work shall be removed and replaced or otherwise
corrected, to the satisfaction of the First Selectwoman, by and at the expense of Contractor.
Contractor agrees that it shall at once remove from the site at its own expense all Work or
material which may be rejected by the Town and replace the same with Work or material
satisfactory to the Town.
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SECTION 14 - PAYMENTS TO SUBCONTRACTORS AND SUPPLIERS

Contractor shall, within thirty (30) days after its receipt of payment from the Town, pay any
amounts due any subcontractor, whether for labor performed or materials furnished, when the
labor or materials have been included in a requisition submitted by Contractor and paid by the
Town. Contractor shall provide the Town with proof of payment before releasing any bonds.

SECTION 15 - LAWS, PERMITS, AND LICENSES

Contractor shall observe all federal, State, and local laws and regulations and agrees to procure
all necessary licenses and permits, pay all charges and fees, and give all notices necessary and
incident to the due and lawful prosecution of the Work.

SECTION 16 — SUCCESSORS AND ASSIGNS

This Contract shall bind the successors, assigns and representatives of the parties hereto.
Notwithstanding, this Contract may not be assigned by Contractor nor shall Contractor’s rights,
title or interest herein or hereto be assigned or transferred without the prior written consent of the
Weston First Selectwoman.

SECTION 17 — INSURANCE AND INDEMNIFICATION

Contractor shall obtain, at its own cost and expense, all insurance indicated below and keep the
same in continuous effect until the First Selectwoman indicates the termination of the
Contractor’s responsibilities under this Contract. Before commencing the Work, Contractor shall
furnish the Town with a certificate of insurance, and shall thereafter provide renewal certificates,
as appropriate, evidencing such coverage written by a company or companies acceptable to the
Town. Each insurance certificate shall be endorsed to name the Town as an additional insured
party and shall provide that the insurance company shall notify the Town by certified mail at
least thirty (30) days in advance of termination of or any change in the policy.

Contractor expressly agrees to at all times indemnify, defend and hold harmless the State, Town,
and any of either the State’s or Town’s elected and appointed officials and employees, on
account of any and all demands, claims, damages, losses, litigation, financial costs and expenses,
including attorneys’ fees, and compensation arising out of personal injuries (including death),
any damage to property, real or personal, and any other loss, expense or aggrievement directly or
indirectly arising out of,, related to or in connection with the Work to be performed by
Contractor, its employees, agents, subcontractors, material suppliers, or anyone directly or
indirectly employed by any of them. Contractor shall and does hereby assume and agree to pay
for the defense of all such claims, demands, suits, proceedings and litigation. The provisions of
this paragraph shall survive the expiration or early termination of this Contract and shall not be
limited by reason of any insurance coverage.

A. Minimum Limits of Insurance. Contractor shall maintain minimum limits of insurance as
follows:
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3.

General liability: $1,000,000 combined single limit per occurrence and $2,000,000
annual aggregate for bodily injury, personal injury and property damage.

Automobile liability: $1,000,000 combined single limit per accident for bodily injury
and property damage.

Workers’ Compensation and Employer’s Liability: Workers compensation limits as
required by the State of Connecticut and Employer’s liability limits of $500,000 per
accident.

Contractual Liability: $1,000,000 combined single limit per occurrence and aggregate

for bodily injury personal injury and property damage applying to the indemnity
agreement which is part of this Contract.

Umbrella or Excess Liability; $5,000,000.

B. Deductibles and Self Insurance Retentions. Any deductibles or self-insured retentions
must be declared to and approved by Town. At the option of Town, either: the insurer
may reduce or eliminate such deductibles or self-insured retentions as respects Town; or
Contractor shall procure a bond guaranteeing payment of losses and related
investigations, claim administration and defense expenses.

C. The policies are to contain, or be endorsed to contain the following provisions:

I.

General Liability Coverages

a. The Town, and any of the Town’s elected and appointed officials and employees
are to be covered as additional insured as respects: liability arising out of
activities performed by or on the behalf of Contractor, including the insured’s
general supervision of Contractor; products and completed operations of
Contractor; and premises owned, occupied or used by Contractor. The coverage
shall contain no special limitations on the scope of protection afforded to the
Town, its elected or appointed officials or employees.

b. Comprehensive Auto Liability Coverage applies to all automobiles owned, leased,
hired or borrowed by Contractor.

c. Contractor’s insurance coverage shall be primary insurance as respects Town, its
elected and appointed officials and employees. Any insurance or self-insurance
maintained by Town shall be excess of the Contractor’s insurance and shall not
contribute with it.

d. Any failure to comply with reporting provisions of the policies shall not affect
coverage provided to the Town.
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e. Contractor’s insurance shall apply separately to each insured against whom claim
is made or suit is brought, except to the limits of the insurer’s liability.

2. Workers Compensation and Employers Liability Coverage. The insurer shall agree to
waive all rights of subrogation against the State, Town, and any of either the State’s
or Town’s elected and appointed officials and employees for losses arising from
Work performed by Contractor for the Town.

3. All Coverages. Each insurance policy shall be endorsed to state that coverage shall
not be suspended, voided, canceled, reduced in coverage or in limits except after
thirty (30) days prior written notice by certified mail, return receipt requested, has
been given to the Town.

. Acceptability of Insurers. Insurance is to be placed with insurers with a Best’s rating of

no less than A:VII.

. Verification of Coverage. Contractor shall furnish the Town with certificates of insurance

and with original endorsements effecting coverage required by this Section. The
certificates and endorsements for each insurance policy are to be signed by a person
authorized by that insurer to bind coverage on its behalf. All certificates and
endorsements are to be received and approved by Town before the Work commences.
The Town reserves the right to require complete, certified copies of all required insurance
policies, at any time.

Subcontractors. Contractor shall include all subcontractors as insureds under its policies
and shall furnish separate certificates and endorsements for each subcontractor. All
coverages for subcontractors shall be subject to all of the requirements of this Section.

. Hold Harmless. Contractor shall save, keep, and hold harmless the Town and any of the

Town’s elected and appointed officials and employees from all damages, costs or
expenses in law or equity that shall at any time arise or be set up because of damages to
property or personal injury received by reason of or in the course of performing the Work
which may be occasioned by any willful or negligent act or omission of Contractor, any
of Contractor’s employees, or any subcontractor. The Town will not be held liable for
any accident, loss or damage to the Work prior to its completion and acceptance.
Contractual liability insurance shall be required in accordance with the limits to be
established by the Town.

. Indemnification. Upon failure of Contractor to furnish, deliver and maintain insurance as

required by this Section, this Contract, at the election of the Town, may be declared
suspended, discontinued or terminated. Failure of Contractor to take out and/or to
maintain the taking out and/or maintenance of any required insurance, shall not relieve
Contractor from any required insurance, or from any liability under this Contract, nor
shall the insurance requirements be construed to conflict with the obligations of
Contractor concerning indemnification.



SECTION 18 - BONDS

Contractor shall procure and maintain without any expense to the Town and until final
acceptance of the Work the following.

A. Performance Bond. A bond or bonds from a surety bond licensed to do business in the

State of Connecticut, in an amount equal to one hundred (100) percent of the Total Price
which shall be binding with a surety or sureties satisfactory to the Town, for the faithful
performance of the Work provided for in this Contract.

. Payment (Labor and Material) Bond. A bond or bonds from a surety bond licensed to do

business in the State of Connecticut equal to one hundred (100) percent of the Total Price
which shall be binding with a surety or sureties satisfactory to the Town, for the
protection of persons supplying labor or materials in the prosecution of the Work
provided for in this Contract.

. All bonds shall be submitted to the Weston First Selectwoman for review at least five (5)

days prior to the scheduled signing of this Contract. No Work under this Contract shall
commence until the bonds have been properly completed, submitted and approved as to
form and amount. Notwithstanding, the First Selectwoman may, in the First
Selectwoman’s discretion, accept bonds sequentially as follows. The First Selectwoman
may accept separate bonds prior to commencement of Work on any phase described in
the Work Schedule, provided that the amount indicated in each such separate bond is
equal to the cost of the Work of the applicable phase and Contractor delivers a new bond
or a satisfactory renewal or reaffirmation issued by the surety prior to commencement the
next phase of the Work.

SECTION 19 - SUBCONTRACTING

Contractor shall not subcontract any portion of the Work unless the prior consent of the First
Selectwoman is given for both the Work to be subcontracted and the subcontractor to perform
the Work.

SECTION 20 - GENERAL PROVISIONS
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A. This Contract shall be deemed binding only to the extent that money is available and

appropriated by the Town for payment in accordance with the terms hereof and no
liability on account of this Contract shall be incurred by the Town beyond such moneys
as are properly made available and appropriated for the project.

. The relationship of Contractor to the Town is that of an independent contractor.

Contractor covenants and agrees that it will conduct itself consistent with such status; that
it will neither hold itself nor any of its employees or agents out as nor claim to be an
officer, agent, or employee of the Town by reason of this Contract and that it will not,
neither for itself nor on behalf of any of its employees, agents, or subcontractors, by
reason of this Contract, make any claim, demand or application to or for any right or
privilege applicable to an officer or employee of the Town, including, but not limited to,
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workers’ compensation coverage, unemployment insurance benefits, social security
coverage, or retirement membership or credit.

. Contractor hereby certifies that neither it nor its principals are presently debarred,

suspended, proposed for debarment, declared ineligible, or voluntarily excluded from
participation in this transaction by any federal or state department or agency. If the
Contractor is unable to certify the above statement, it shall attach a certified statement
explaining such to this Contract. Contractor further agrees to include the foregoing
certification in any subcontract or purchase order which it may enter into in furtherance
of the Work contemplated under this Contract.

. No elected or appointed official or employee of the Town, shall have any personal

interest, direct or indirect, in this Contract and Contractor covenants that no person
having such interest shall be employed in the performance of this Contract.

. This Contract shall be construed in accordance with the laws of the State of Connecticut,

and any action at law in connection herewith shall be brought in Connecticut state courts.

Contractor shall comply with all applicable laws, ordinances and codes of the State of
Connecticut and the Town, and shall commit no trespass on any private property in
performing any of the Work.

. This Contract incorporates all the understandings of the parties hereto, supersedes any

and all agreements and negotiations reached and all commitments made by the parties
prior to the execution of this Contract, whether oral or written, and shall not be released,
amended or modified in any way unless by a written instrument signed by the parties
hereto.

. If any provision of this Contract is held invalid, the balance of the provisions of this

Contract shall not be affected thereby if the balance of the provisions of this Contract
would then continue to conform to the requirements of applicable laws.

Each and every provision and clause required by law to be inserted in this Contract shall
be deemed to be inserted herein, and this Contract shall be read and enforced as though
such provisions and clauses were included herein. If, through mistake or otherwise, any
such provision is not inserted or is not correctly inserted, then upon written consent of the
parties, this Contract shall forthwith be physically amended to make such insertion.

All notices of any nature referred to in this Contract shall be in writing and sent by
registered or certified mail, postage prepaid, to the respective addresses set forth below or
to such other addresses as the respective parties hereto may designate in writing:

To the Town: Town of Weston
Attention: First Selectwoman
56 Norfield Road
Weston, CT 06883



To Contractor:

K. Contractor represents that it is licensed to do business in the State of Connecticut and that
it has the experience, equipment, labor force and skill to perform the Work.

L. This Contract may be executed in one or more counterparts, each of which will be
deemed to be an original of this Contract and all of which, when taken together, will be
deemed to constitute one and the same contract. The exchange of copies of this Contract
and of signature pages by Portable Document Format (i.e., PDF), or by other electronic
means shall constitute effective execution and delivery of this Contract as to the parties
and may be used in lieu of the original Contract for all purposes.

IN WITNESS WHEREOF, the duly authorized representative of the Town and Contractor has
set their hands as of the date first listed on Page 1.

TOWN OF WESTON

Signature

Name

Title

CONTRACTOR

Company Name

Signature

Name

Title
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APPENDIX A

OFFUTT CENTER SOLAR INSTALLATION
AT LACHAT TOWN FARM

Offutt Center Roof Design

Sync Renewables Solar System Study
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&R ,r! Proposal for Jason Zelinsky
S

Prepared by: John-Rhey Fajilagmago For: Jason Zelinsky, Quote #: 6386542

860-321-2058 106 Godfrey Rd W, Weston Valid until: May 07 2025

john-rhey@syncrenewables.com

Solar Energy System Proposal

Sync Renewables Phone:860-321-2058 Scan QR code on your phoneto
64 Marlborough Street Email: engineering@syncrenewables.com access the online proposal

Portland CT 06480 wwww.syncrenewables.com




Proposal for Jason Zelinsky

Recommended System Option

23.22w 32,599 wn 11.2% $79,413

System Size Estimated Annual Rate of Return on Total System Price
Solar Generation Investment

Your Solution

Solar Panels Inverter
LONGi SolarEdge Technologies Ltd.
23.220 kW Total Solar Power 17.3 kW Total Inverter Rating
43 x 540 Watt Panels (LR5-72HBD-540M) 1 x SE17.3KUS
32,599 kWh per year
Power Optimizer
650 W, Residential Power Optimizer
43 x U650
Aalntes 12 Vear Paps Product Sarranty 30 e ar Panel Performance Waranry [o ¥oar Invertar Prodact vian anty

Sync Renewables - John-Rhey Fajilagmago - engineering@syncrenewables.com - 860-321-2058 Page2/7



Proposal for Jason Zefinsky

System Performance

|
400
350
300
250

53% 200

Energy From Solar 150
100 975

g 89.1
80.1 7pg 767 l I I & | 722 674

Feb M™ar Apr May Jun Jul Aug Sep Oct Nov Dec

an
o

Environmental Benefits

Solar has no emissions. It just silently generates pure, clean energy.

Each Year Over System Lifetime
53% 8 tons 146,385 1,515 169
Of CO,, SOx & NOy Avoided CO; per year Car miles avoided Trees planted Long haul flights

avoided

Sync Renewables - John-Rhey Fajilagmago - engineering@syncrenewables.com - 860-321-2058 Page3/7



Proposal for Jason Zelinsky

Electricity Bill Savings

First Year Monthly Bill Savings Cumulative Bill Savings
$200,000 Lifetime Bill Savings $190,732
71:: $1,000
A $150,000
fg $750
= $100,000
=z
28500
= $50,000
T $§250
o
2 0 — W I
S0 1 5 10 15 20 25
- Savinas
Solar Generation Electricity Electricity Utility Bill Utility Bill Cumulative Energy Estimated
Month (kWh) Consumption Consumption before solar  after solar Credit Savings
before solar (kWh) after solar (kWh) $) ® ) )
Jan 2,482 7833 5351 1,384 959 0 425
Feb 1,981 9,052 7071 1,593 1,254 0 339
Mar 2,378 8,094 5716 1,429 1,022 0 407
Apr 3,291 8,799 5508 1,550 986 0 563
May 3016 152 (2864) 70 45 490 25
Jun 3,275 2,490 (785) 470 44 624 426
Jul 3,718 2,049 (1669) 395 45 910 350
Aug 2514 2,615 101 491 45 893 447
Sep 2,673 3284 611 606 44 788 562
Oct 3,023 3,386 363 623 45 726 578
Nov 2,165 5972 3807 1,066 44 75 1022
Dec 2,081 8203 6122 1448 1,017 0 431
Rate ot specified spesified usimg small General clectric Servee nased on locauon

onsidenng 12 39T nerease enegy i M™is astimate 3 based or
J a9y

SHians are aasacl or

Sync Renewables - John-Rhey Fajilagmago - engineering@syncrenewables.com - 860-321-2058 Page4/7



Proposal for Jason Zelinsky

Net Financial Impact Outright Ownership

$190,732

$55,589 _

$135,142

Utility Bill Savings Net System Cost Estimated Net Savings
. . . Annual Savings From Going Solar
Cumulative Savings From Going Solar g g
$30,000
$200,000 $20,000
Net Savin 35,142 $10,000
SIS000 s s  NEEEENNSESEREENENRENRNEN
$100,000 $-10,000 '1'
$-20,000 'IT'
$50,000 IIII $-30,000
il
9 e =il s-40000
1L Payback 9 years, 1 month $-50000 ¥
$-50,000 ¥ Yo $-60,000  Initial Investment
$-70,000
$-100,000 2025 2029 2034 2039 2044 204¢
2025 2029 2034 2039 2044 2045

$135,142 9 Years
Net Present Value Discour:::;ayback

Sync Renewables - John-Rhey Fajilagmago - engineering@syncrenewables.com - 860-321-2058

11.2%

Rate of Return on
Investment

243%

Total Return on
Investment

Page5/7



y Proposal for Jason Zelinsky

Utility Utility Annual

Electricity Solar Bill Bill Savings System Costs C“"“’E"“ Net Cumulative
Year Consumption Generation (before (after (from (’I‘:‘c::t?v;f I?lf:;‘r;:ff Savings Impacts
(kWh) (kWh) solar) solar) solar) ® ®
) ©) ®) & )
2025 61,929 32,599 11,124 5,550 5,574 79,413 23,824 (50015) (50015)
2026 61,929 32,452 11,457 5,738 5719 0 0 5718 (44296)
2027 61,929 32,305 11,799 5936 5,863 0 0 5862 (38433)
2028 61,929 32,159 12,152 6,141 6,011 0 0 6010 (32422)
2029 61,929 32,012 12,515 6,353 6,162 0 0 6162 (26260)
2030 61,929 31,865 12,890 6,572 6,317 0 0 6317 (19943)
2031 61,929 31,718 13,275 6,799 6,476 0 0 6476 (13466)
2032 61,929 31,572 13,672 7.033 6,639 0 0 6639 (6827)
2033 61,929 31,425 14,081 7275 6,806 0 0 6805 21)
2034 61,929 31,278 14,502 7,525 6977 0 0 6976 6955
2035 61,929 31,132 14,935 7,784 7,152 8} 0 7151 14106
2036 61,929 30,985 15,382 8,051 7.331 0 0 7330 21437
2037 61,929 30,838 15,842 8,328 7,514 0 0 7514 28951
2038 61,929 30,692 16,315 8,613 7,702 0 0 7702 36653
2039 61,929 30,545 16,803 8,909 7894 0 0 7894 44548
2040 61,929 30,398 17,306 9214 8,091 0 0 8091 52639
2041 61,929 30,252 17,823 9,530 8,293 0 0 8293 60932
2042 61,929 30,105 18,356 9856 8,500 0 0 8499 69432
2043 61,929 29,958 18,905 10,194 8,711 0 0 8711 78143
2044 61,929 29,811 19,470 10,542 8,928 0 0 8927 87071
2045 61,929 29,665 20,052 10,903 9,149 0 0 9149 96220
2046 61,929 29,518 20,652 11,276 9,376 0 0 9376 105596
2047 61,929 29,371 21,269 11,661 9,609 0 0 9608 115205
2048 61,929 29,225 21,905 12,059 9847 0 0 9846 125052
2049 61,929 29,078 22,560 12,470 10,090 0 0 10090 135142
Estimates do 1ol include raplacement nos(s of 2auinment ot zaverad oy 2 vananty Comnenen 5 may neai eplacement 1fler therr warranty penod =nans ai discount

rata assumead 2 0%
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B Proposal for Jason Zelinsky

Quotation

Payment Option: Outright Ownership

43 x LONGi 540 Watt Panels (LR5-72HBD-540M)
1 x SE17.3KUS (SolarEdge Technologies Ltd.)

43 x U650
Total System Price $79,413.00
Purchase Price $79,413.00

Additional Incentives

Federal Investment Tax Credit (ITC) - 2025 $23,823.72

Mhe Federal Solar Tax Cren. ar The Faderal vestmert Ta< Sredit [ITC) fnr consrructions 313, ung in 2025

Net System Cost $55,589.28

OpensSolar

This proposal has been prepared by Sync Renewables using tools from OpenSolar Please visit www.opensclar.com/proposal-disclaimer for additional
disclosures {rom DpenSolar
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